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1. Introduction 
 
The purpose of this rationale sheet is to provide the basis for State of Tennessee and National Pollutant Discharge 
Elimination System (NPDES) discharge permit conditions and related general permit procedures for any new or 
existing discharges of treated groundwater associated with petroleum product underground storage tank (UST) 
remediation, to surface waters of the State of Tennessee. 
 
2. Background 
 
Underground storage tanks (UST's) considered in this rationale sheet are those underground tanks which contain or 
have contained stored petroleum fuels, generally at gas stations and truck stops. The tanks are or were located 
underground for reasons of aesthetics, space savings, and safety. They range in size from 500 gallons to 40,000 
gallons. 
 
If the tank leaks, fuel seeps into the ground surrounding the tank, contaminating groundwater. Cleaning up the 
contaminated groundwater involves withdrawing the water, removing the contaminants and discharging the treated 
water into surface waters. 
 
Water pollution control laws require that discharges of such water into the waters of the State of Tennessee or of the 
United States be permitted by the Department of Environment and Conservation and that the quality of the 
discharged water meets standards set by the department. 
 
The discharges from these operations generally require the same effluent limitations and monitoring requirements. 
Since permit requirements for all these facilities are similar, it is the opinion of the Division of Water Pollution 
Control (division) that this category of sources is controlled more appropriately under a NPDES general permit 
rather than under individual permits. General NPDES permits are issued by the Division of Water Pollution Control 
in accordance with the Division’s Rule 1200-4-10-.01 through .03. This rationale sheet describes and gives the basis 
for permit conditions to be applied statewide to these discharges from the treatment of contaminated groundwater 
associated with underground storage tank remediation. 
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3. Description of Discharges 
 
This permit will address only sites contaminated by petroleum fuels, primarily including leaded and unleaded 
gasolines, or diesel fuels. 
 
The extent of the contamination to the groundwater from a leaking tank depends on several variables. The size of 
the leak in the tank, the number of tanks with leaks, the fuels which are being leaked, the material surrounding the 
tanks, (soil type, porous or non-porous rock), the proximity of the groundwater table, as well as other factors all 
contribute to the degree of the contamination. Discharges of treated contaminated groundwater generally will be 
between 1,500 to 20,000 gallons per day, based on the number of recovery wells and the treatment system at the site 
and the hours of operation. 
 
4. Present Permit Conditions 
 
On January 13, 1997, the Division of Water Pollution Control issued NPDES General Permit TNG830000 which 
contained effluent limitations and monitoring requirements for parameters that both the division and the Division of 
Underground Storage Tanks (DUST) considered significant characteristics of discharges from UST clean-up sites. It 
was decided at that time that the Division of Water Pollution Control would establish effluent limits based upon 
available treatment technologies and water quality criteria. 
 
The present NPDES General Permit for Discharges of Treated Groundwater Associated with Underground Storage 
Tank Remediation was issued on March 3, 2003, and it expires on February 29, 2008. The present permit protects 
the quality of waters of the state by regulating the quality of water discharged from petroleum product underground 
storage tank remediation through the following numerical limitations and monitoring requirements: 
 

Parameter Effluent Limitation Basis 
Benzene 0.005 mg/L as a daily maximum concentration Water Quality 
Ethyl benzene 0.010 mg/L as a daily maximum concentration Technology 
Toluene 0.010 mg/L as a daily maximum concentration Technology 
Xylene 0.010 mg/L as a daily maximum concentration Technology 
Lead, total recoverable 0.164 mg/L as a daily maximum concentration Technology 
Lead, total recoverable 0.006 mg/L as a monthly average concentration * Technology 
Total Suspended Solids (TSS) 40.0 mg/L as a daily maximum concentration Technology 
Floating Material, Color, Foam and Oil Sheen No distinctly visible floating scum, oil or other matter Water Quality 
pH 6.5 - 9.0 (range) Water Quality 
IC25 (see Note) Survival, Reproduction, & Growth in 100 % effluent Water Quality 
48 Hour LC50 (see Note) Survival in 100% effluent Water Quality 

* In addition to the daily maximum concentration limitation for total recoverable lead, monthly average limitation 
will apply to those treatment systems that are discharging continuously for more than 4 days at any period of time 
into a zero low-flow receiving stream. 
 
In addition to those above, the following requirements were included in the previous permit: 

• There shall be no distinctly visible floating scum, oil or other matter contained on or in the treated 
groundwater discharge. 

• The treated groundwater discharge must result in no other materials in concentrations sufficient to be 
hazardous or otherwise detrimental to humans, livestock, wildlife, plant life, or fish and aquatic life in the 
receiving stream. 

• Sludge or any other material removed by any treatment works must be disposed of in a manner which 
prevents its entrance into or pollution of any surface or subsurface waters. Additionally, the disposal of 
such sludge or other material must be in compliance with the Tennessee Solid Waste Disposal Act, T.C.A. 
§ 68-31-101 et seq. and the Tennessee Hazardous Waste Management Act, T.C.A. § 68-46-101 et seq. 

• The treated groundwater discharge must not cause an objectionable color contrast in the receiving stream. 
• The permittee shall use best management practices (BMPs) and good engineering practices to prevent 

contamination of the treated groundwater discharge from materials (including but not limited to excavation 
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pumpout, excavated soil, equipment lubricants and products) associated with underground storage tank 
remediation activities. 

 
5. Proposed Permit Conditions 
 
5.1. State and EPA requirements 
 
Under State and Federal law and regulations, a discharge permit must establish effluent limitations equivalent to 
best available technology economically achievable (BAT). For some industry categories, such effluent limitations 
have already been established by the EPA. This is not the case with UST groundwater remediation discharges; thus, 
the division has used Best Professional Judgment (BPJ) to choose effluent limitations that meet technology based 
levels equivalent to BAT. 
 
Permits must also contain any requirements, in addition to or more stringent than technology-based limits, necessary 
to achieve water quality standards or to control all pollutants which may be discharged at a level which will cause, 
have the reasonable potential to cause or contribute to an excursion above any state water quality standard, 
including narrative criteria. 
 
5.2. Pollutants to be limited and standard technology 
 
The division proposes limiting the following parameters:  total suspended solids (TSS), pH, total recoverable lead, 
benzene, ethyl benzene, toluene, xylene, whole effluent toxicity, and floating material, color, foam and oil sheen. 
 
Given the contaminants listed, it is the opinion of the division that the standard method for the treatment of the 
contaminated groundwater is to be air stripping, or equivalent treatment, followed by activated carbon absorption, if 
necessary, to meet the effluent limitations set forth in this permit. The division believes that this treatment method is 
equivalent to BAT and is used as the basis for the proposed limits. 
 
Benzene, ethylbenzene, toluene, and xylene are typical organic pollutants of petroleum fuel contamination in 
groundwater, and are among the least volatile components of gasolines. The division proposes that these 
contaminants be limited and monitored as indicators of the effectiveness of the treatment systems used. 
 
The division's BPJ-BAT level for each of these parameters is 0.010 mg/L as a daily maximum concentration. To 
insure that the proposed limit protects water quality, this BAT-based level was compared to water quality criteria. 
 
Benzene – For benzene, E.P.A.'s 1986 Quality Criteria for Water states acute toxicity to fresh water aquatic life 
occurs at concentrations as low as 5.3 mg/L. The State of Tennessee Water Quality Standards do not include a fish 
and aquatic life criteria for benzene. For the recreation classified use, Tennessee's standards specify 0.022 mg/L for 
water and organisms criteria and 0.510 mg/L for the organisms only. The water and organisms criteria are for 
protection of public health due to consumption of water and organisms and should only be applied to waters 
designated for both recreation and domestic water supply. The criteria for water classified for domestic water supply 
is 0.005 mg/L. Because some sites likely to be covered under this general permit will discharge to this water 
classification, the division proposes that 0.005 mg/L be set as the daily maximum limit for benzene. 
 
Ethyl benzene – For ethyl benzene, the division has promulgated concentration levels in the recreation and domestic 
water supply classification. For the recreation classified use, Tennessee's standards specify 0.53 mg/L for water and 
organisms criteria and 2.1 mg/L for the organisms only. The water and organisms criteria are for protection of 
public health due to consumption of water and organisms and should only be applied to waters designated for both 
recreation and domestic water supply. The domestic water supply criterion for ethyl benzene is 0.700 mg/ L. 
 
The water quality criteria is less stringent than the technologically achievable levels, so the previous permit limit for 
ethyl benzene will be retained at 0.010 mg/L, as a daily maximum concentration. 
 
Toluene – For toluene, the division has promulgated concentration levels in the recreation and domestic water 
supply classifications. For the recreation classified use, Tennessee's standards specify 1.3 mg/L for water and 
organisms criteria and 15 mg/L for the organisms only. The water and organisms criteria are for protection of public 
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health due to consumption of water and organisms and should only be applied to waters designated for both 
recreation and domestic water supply. The domestic water supply criterion for toluene is 1.000 mg/ L. 
 
The water quality criteria is less stringent than the technologically achievable levels, so the previous permit limit for 
toluene will be retained at 0.010 mg/L, as a daily maximum concentration. 
 
Xylene – For xylene, the division has promulgated concentration levels for the domestic water supply classification. 
The criterion for total xylenes is 10.000 mg/L. The water quality criteria is less stringent than the technologically 
achievable levels, so the previous permit limit for xylene will be retained at 0.010 mg/L, as a daily maximum 
concentration. 
 
Lead, total recoverable – Process wastewater discharges of treated groundwater associated with underground 
storage tank remediation can be intermittent or continuous. The table below shows the division’s standardized 
calculations for establishing allowable effluent concentrations protective of receiving stream designated uses (acute 
and chronic criteria). For acute and chronic criteria, EPA recommends averaging periods of 1 hour and 4 days, 
respectively. Please note that stream background concentration, listed at 50% of allowable chronic number, does not 
affect the result, since the receiving stream flow is 0 MGD. 
 

 
 
If a continuous flow of treated groundwater is discharged into a zero low-flow receiving stream, such effluent has to 
be protective of in-stream criteria for total recoverable lead. Therefore, assuming the most conservative discharge 
scenario (zero low-flow receiving stream, continuous discharge), the total recoverable lead limitation would be 
0.008 mg/L, to apply only to treatment systems discharging continuously for more than four days at any period of 
time into a zero low-flow receiving stream. The applicable critical low-flow values are determined using USGS data 
from: “Flow Duration and Low Flows of Tennessee Streams through 1992 by George S. Outlaw and Jess D. 
Weaver; Water Rersources Investigations report 95-4293 prepared by the U.S. Geological Survey in Cooperation 
with the Tennessee Department of Environment and Conservation and the Tennessee Valley Authority, Nashville, 
Tennessee, 1996” (or the most current edition, or other appropriate USGS sources.)  
 
The total recoverable lead limitation for intermittent discharges, and discharges into streams that are not zero low-
flow, would be 0.210 mg/L to be protective of receiving stream acute in-stream criteria. 
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However, based on a review of the monitoring data and treatment technology, the division determined that all of the 
results reported for the daily maximum concentration for total recoverable lead met the previous limit of 0.164 mg/L 
and over 80% of the results (29 of 36) reported for the monthly average concentration for total recoverable lead met 
the previous limit of 0.006 mg/L. As the majority of the results reported for total recoverable lead complied with the 
previous permit limits of 0.164 mg/L as a daily maximum concentration and 0.006 mg/L as a monthly average 
concentration, those limits will be retained. 
 
Total Suspended Solids (TSS) – The division proposes to retain the BPJ limit of 40 mg/L as a daily maximum 
concentration. The division believes this limit will provide protection of Tennessee narrative water quality criteria, 
which states, in part: "there shall be no distinctly visible floating scum, oil or other matter contained on or in the 
waste water discharge." 
 
Floating Material, Color, Foam and Oil Sheen – Visual monitoring for the presence of scum, oil or other matter on 
or in the discharge will be required based on the department’s current Water Quality Criteria for Solids, Floating 
Materials and Deposits (Rule 1200-4-3-.03 (1) (e)). 
 
The monitoring requirement for Floating Material, Color, Foam and Oil Sheen replaces a previous monitoring 
requirement for Oil and Grease. The following narrative criteria for Floating Material, Color, Foam and Oil Sheen 
replaces an earlier numeric limitation for Oil and Grease of 15 mg/L: “No distinctly visible floating scum, oil or 
other matter.” In addition, consultation with the Division of Underground Storage Tanks and considering that the 
standard method for the treatment of the contaminated groundwater is air stripping, followed by activated carbon 
absorption, it is the division's judgment that a visual monitoring of the effluent will be sufficient to protect the 
narrative water quality criteria. 
 
pH – According to the department’s current Water Quality Criteria for pH (Rule 1200-4-3-.03 (3)(b)), the pH for 
the protection of Fish and Aquatic Life shall lie within the range of 6.5 to 9.0 and shall not fluctuate more than 1.0 
unit in this range over a period of 24 hours. Considering that some, if not many receiving streams are zero-flow 
streams under low flow conditions, and will therefore provide little or no buffering capacity for treated 
contaminated groundwater, the division proposes a water-quality based pH limit range between 6.5-9.0. 
 
Whole Effluent Toxicity (WET) – Since the treated discharge may contain some level of toxic substances, i.e. 
benzene, ethyl benzene, toluene, etc., the division feels toxicity testing is necessary to insure the discharges will not 
adversely affect the quality of the receiving waters. Based on current individual NPDES permit requirements, and 
that proper performance of treatment equipment can reduce or eliminate effluent toxicity, the permit will require 
that 100% effluent have no toxicity. The WET tests to be used are IC25 (Survival, Reproduction, & Growth in 100 
% effluent) and 48 Hour LC50 (Survival in 100 % effluent). The species shall be the water flea (Ceriodaphnia 
dubia) and the fathead minnow (Pimephales promelas). Toxicity will be demonstrated if the 48 Hour LC50 or IC25 
is less than or equal to the permit limit (100 % effluent). 
 
The type of WET testing applicable to any discharge depends on the receiving stream low flow conditions. The 
applicable critical low flow values are determined using USGS data from: “Flow Duration and Low Flows of 
Tennessee Streams through 1992 by George S. Outlaw and Jess D. Weaver; Water Resources Investigations Report 
95-4293 prepared by the U.S. Geological Survey in Cooperation with the Tennessee Department of Environment 
and Conservation and the Tennessee Valley Authority, Nashville, Tennessee, 1996” (or the most current edition, or 
other appropriate USGS sources). The applicable critical low flow values for Fish and Aquatic Life Protection are: 
7Q10 for low flow under natural conditions and 1Q10 for regulated low flow conditions. Discharges into zero low 
flow receiving streams and streams that provide dilution factor of 100:1 or less will have to comply with the 
numerical effluent limitation for IC25. Discharges with dilution factor of receiving stream to effluent between 100:1 
and 500:1 will have to comply with the numerical effluent limitation for 48 hour LC50. If the calculated dilution 
factor is more than 500:1, and assuming immediate and complete mixing, the permittee can request a waiver of the 
whole effluent toxicity testing requirement. The waiver of the whole effluent toxicity testing shall be made in 
writing to the division’s local Environmental Field Office. This information is summarized in the table below: 
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Dilution Factor 0-100 100-500 >500 
Type of WET testing IC25 LC50 No Testing Required 
Percent Effluent 100% 100% Not Applicable 

 
Calculation of dilution factor is as follows: 
 
    Qs + Qw 
     DF = ------------------ = Dilution Factor 
        Qw 
 
where Qw is a long-term average treated groundwater flow rate and Qs is a receiving stream low flow (7Q10 or 
1Q10, see text above).  
 
5.3. Proposed water quality based conditions 
 
The following standard permit language is included in the permit: 

• The treated groundwater discharge must result in no other materials in concentrations sufficient to be 
hazardous or otherwise detrimental to humans, livestock, wildlife, plant life, or fish and aquatic life in the 
receiving stream. 

• Sludge or any other material removed by any treatment works must be disposed of in a manner which 
prevents its entrance into or pollution of any surface or subsurface waters. Additionally, the disposal of 
such sludge or other material must be in compliance with the Tennessee Solid Waste Disposal Act, TCA § 
68-31-101 et seq., and the Tennessee Hazardous Waste Management Act, TCA §68-46-101 et seq. 

• The treated groundwater discharge must not cause an objectionable color contrast in the receiving stream. 
• The permittee shall use best management practices (BMPs) and good engineering practices to prevent 

contamination of the treated groundwater discharge from materials (including but not limited to excavation 
pumpout, excavated soil, equipment lubricants and products) associated with underground storage tank 
remediation activities. 

 
5.4. Monitoring and reporting requirements 
 
Monitoring requirements will be set at once per quarter, except for the toxicity testing as described in part 5 of the 
permit. 
 
For the first three months of operations, whole effluent toxicity (WET) testing shall be conducted monthly on two 
appropriate test species. For established operations, WET testing shall be conducted once during the first 180 days 
from the effective date of coverage under the general permit. If toxicity is determined in any of these tests, annual 
testing will be required for the duration of the permit. 
 
At the end of the initial WET testing period it is the responsibility of the permittee to notify the division of their 
results and to request either removal of the WET testing requirement or an annual testing frequency, based on their 
results. Requests should include the permit tracking number assigned, as shown on the Notice of Coverage, and 
should be submitted to the division at the address shown in part 5 of the permit. 
 
5.5. References to TDEC’s “Environmental Assistance Centers” were changed to “Environmental Field 

Offices” 
 
5.6. Limitations on coverage were clarified 
 
The limitations on coverage were expanded to clarify which discharges are not covered by the proposed permit. 
Explanations were added to prohibit the following discharges: 



UST Rationale Sheet 
Page 7 of 9 

 
• Storm water discharges 
• Discharges covered by another permit 
• Discharges not in protection of federal or state listed threatened and endangered species, species deemed in 

need of management or special concern species 
• Discharges negatively affecting a property on the national historic register 

 
5.7. Signatory Requirements were updated to reflect changes published in 40 CFR 122.22 (July 1, 2001 

Edition, page 155) 
 
Signatory requirements were updated to reflect changes published in 40 CFR 122.22, as shown below: 
 
1. Signatory Requirements for a Notice of Intent 
 
Notice of Intent shall be signed as follows: 
 
a) For a corporation. By a responsible corporate officer. For the purpose of this section, a responsible corporate 

officer means: 
 

(1) A president, secretary, treasurer, or vice-president of the corporation in charge of a principal business 
function, or any other person who performs similar policy or decision-making functions for the 
corporation, or  

(2) the manager of one or more manufacturing, production, or operating facilities, provided, the manager 
is authorized to make management decisions which govern the operation of the regulated facility 
including having the explicit or implicit duty of making major capital investment recommendations, 
and initiating and directing other comprehensive measures to assure long term environmental 
compliance with environmental laws and regulations; the manager can ensure that the necessary 
systems are established or actions taken to gather complete and accurate information for permit 
application requirements; and where authority to sign documents has been assigned or delegated to the 
manager in accordance with corporate procedures. NOTE: EPA does not require specific assignments 
or delegations of authority to responsible corporate officers identified in § 122.22(a)(1)(i). The 
Agency will presume that these responsible corporate officers have the requisite authority to sign 
permit applications unless the corporation has notified the Director to the contrary. Corporate 
procedures governing authority to sign permit applications may provide for assignment or delegation 
to applicable corporate positions under § 122.22(a)(1)(ii) rather than to specific individuals. 

 
b) For a partnership or sole proprietorship. By a general partner or the proprietor, respectively; or 
 
c) For a municipality, State, Federal, or other public agency.  By either a principal executive officer or ranking 

elected official. For purposes of this section, a principal executive officer of a Federal agency includes: (i) The 
chief executive officer of the agency, or (ii) a senior executive officer having responsibility for the overall 
operations of a principal geographic unit of the agency (e.g., Regional Administrators of EPA). 

 
2. Signatory Requirements for Reports 
 
All reports required by the permit and other information requested by the division shall be signed as follows: 
 
a) All reports required by permits, and other information requested by the director shall be signed by a person 

described in paragraph 6.7.1. (Signatory Requirements for a Notice of Intent) of this section, or by a duly 
authorized representative of that person. A person is a duly authorized representative only if: 

 
(1) The authorization is made in writing by a person described in paragraph 6.7.1. (Signatory 

Requirements for a Notice of Intent) of this section; 
(2) The authorization specifies either an individual or a position having responsibility for the overall 

operation of the regulated facility or activity such as the position of plant manager, operator of a well 
or a well field, superintendent, position of equivalent responsibility, or an individual or position 
having overall responsibility for environmental matters for the company, (A duly authorized 
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representative may thus be either a named individual or any individual occupying a named position.) 
and, 

(3) The written authorization is submitted to the Director. 
 
b) Changes to authorization 
 
If an authorization under paragraph a)(2) of this section is no longer accurate because a different individual or 
position has responsibility for the overall operation of the facility, a new authorization satisfying the requirements of 
paragraph a)(2) of this section must be submitted to the Director prior to or together with any reports, information, 
or applications to be signed by an authorized representative.  
 
c) Certification 
 
Any person signing a document under paragraph a) (1) or (2) of this section shall make the following certification: 
 

“I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified personnel 
properly gather and evaluate the information submitted. Based on my inquiry of the person or 
persons who manage the system, or those persons directly responsible for gathering the 
information, the information submitted is, to the best of my knowledge and belief, true, accurate, 
and complete. I am aware that there are significant penalties for submitting false information, 
including the possibility of fine and imprisonment for knowing violations.” 

 
5.8. Other conditions 
 
Several standard NPDES Permit conditions will be incorporated in the general permit, as required by EPA 
regulations: standard requirements regarding duty to comply, renotification, proper operation and maintenance, 
signatory requirements, etc. 
 
6. General Permit Issuance Procedures 
 
This general permit is drafted in accordance with applicable NPDES regulations (40 CDR 122, 123, 124 and 125), 
the Tennessee Water Quality Control Act (§ 69-3-101 et seq.), and the department’s permit issuance regulations 
(Rules of the department 1200-4-1-.05 and 1200-4-10.01 through .03). 
 
7. Permit Issuance and Public Notice Procedures 
 
This general permit is drafted in accordance with applicable NPDES regulations (40 CFR 122, 123, 124, and 125), 
the Tennessee Water Quality Control Act (T.C.A. § 69-3-101, et.seq.), and the TDEC’s permit issuance regulations 
in TN Rule 1200-4-05. 
 
The applicable regulations for issuance of this general permit are found in 40 CFR 122.28 and 123.44, and the 
regulations for fact sheet requirements are found in 40 CFR 124.8 and 124.56. 
 
The division will publish notice of its intent to issue the General NPDES Permit for Discharges of Treated 
Groundwater Associated with Underground Storage Tank Remediation and notice of one or more public hearings to 
receive comments on the draft permit.  At least 30 days notice will be given for the public hearings. Comments will 
be received at least 10 ten days after the last hearing. Any interested person may request copies of the rationale (fact 
sheet) and draft permit and submit written comments on the draft permit. 
 
The division will hold a public hearing in Nashville, Tennessee. 
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 For additional information, or to submit comments, contact: 
 

Ms. Erin O’Brien 
Tennessee Division of Water Pollution Control 
6th Floor L & C Annex 
401 Church Street 
Nashville, TN  37243-1534 
 
Phone: (615) 253-2245 
E-mail: Erin.O’Brien@state.tn.us 
URL: http://state.tn.us/environment/permits/ustnpdes.shtml 

 

mailto:Erin.O'Brien@state.tn.us?subject=Draft%20Hydrostatic%20General%20Permit
http://state.tn.us/environment/permits/ustnpdes.shtml
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